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Sampling Procedure where relevant
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One éample described as Water for drinking purpose packed in
plastic bottle.Quantity 2x1 litre.

Drinking Water.
Fellowship Mission School
Bhamoria, Bade-Ke-Balaji,Ajmer Road, Jaipur
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ANNEXURE
Potability parameters,
Sr. | Test IS: Observed Specific Test Protocol
No. Clause Value Requirements
(Acceptable
Limit)
L. | Colour, Hazen units 4.0 <0.1 5.0 max. IS: 3025(part-4)-1983
2. | Odour 4.0 Agreeable Agreeable IS: 3025(part-5)-1983
Mooy 3. | Turbidity , NTU 4.0 0.2 1.0 max. IS:3025(part-10)-1984
4. | pH 4.0 8.10 6.5t0 8.5 [8:3025(part-11)-1983
5. | Total Dissolved Solids, 40 62 500 max. I8:3025(part-16)-1984
mg/l
6. | Nitrate (as NO3), mg/l 4.0 27.28 45 max 1S:3025(part-34)-1988 |
7. | Calcium (as Ca) mg/i 4.0 2.34 75 max, 1S:3025(part-40)-1991
8. | Magnesium (as Mg) mg/l 4.0 0.95 30 max. 1S:3025(part-46)-1994
9. | Chloride (as Cl ),mg/I 4.0 10.53 250 max. IS:3025(part-32)-1988
10. | Sulphate (as SO,) mg/I 4.0 1.10 200 max, 18:3025(part-24)-1986
11. | Fluoride (as F) mg/l 4.0 0.07 1.0 max, [S:3025(part-60)-2008
12. | Free Residual Chlorine, mg/I 4.0 <0.1 0.2 max. IS: 3025(part-26)1986
13. | Total alkalinity (as CaCO5) 4.0 20.40 200 max 18:3025(part-23)-1986
e mg/|
14. | Total Hardness (as CaCo0s) 4.0 7.78 200 max. 18:3025(part-21)-1983
mg/|
15. | Iron (as Fe) mg/1 4.0 <0.01 0.3 max. 18:3025(part-53)-2003
Tested\B Checked B proved By
P Nyt o o\
Dr. R. K. Upadhya Vinay kumar NL4 RakesR §ai \\\?Q\\
SO (Chemical) Scientist-SB (Chemical) Scientist-SD (Mechzan al)
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Form No. NTH/NWR/5 o : FEys F Wi e gy 03349579



Gy fssai Approved
: Regn. No.: 36/N/FSSAI/2016
T 9T {" Government of India
T WRTa70T 9T, (3, ) National Test House (NWR)
$-763, 1T oww 1, oiten. 3. i, E-763, Road No. 9 F 1, VKIA,
A - 302013 Jalpur- 302 013 Certificate No: TC-5391
TEST CERTIFICATE

Test Certificate No. Date of Issue Code No No. of page
NTH(NWR)/CH(G):Q 018/00464 11/05/2018 1525343656394 20f2
D. Bacteriological Quality of Drinking Water (Table 6)

Sr. | Test IS: Observed Specific Test T
No. Clause Value Requirements Protocol

1. | Total Coliform in per 100 ml 4.1 Absent Absent IS:1622-1981

RA-1996
2. | Escherichia coli in per 100 ml 4.1 Absent Absent IS:1622-1981
RA-1996
s
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Megha Singh Chauhan Vinay Kumar ! Rakesir ainﬁ\\@
Microbiologist Scientist-SB{Chemical} Scientist-SD (Mechanical)
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